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UNPLANNED MAINT. <InternalOrderSettlem.>

BUS2007-000009864234-PRD

Order 9864234 Ord.type PM0O6

Sup. Order Act.type P03

Planning grp H80 M.Plan

Priority E Item Main WC MECHAPSM

STATUS REL ESTC NMAT PRC SETC

Description BORD. STAB. DIVERT PUMP TRIPS BREAKER

DUE DATE 11/18/2013

Func. LocC. HZ-TO-EGF-A069254 Location
BORDOVSKY STABILIZER Room
OCC/TRRC Number
Field Name
Meter ID Number

Eguipment Cost Center A069254

ABC ind.

Begln Guarantee
Warranty End

Sort Fileld

Manufacturer

Manuf. Serial no:

Model no :

Technical ID no:

Size/Dimension

Operation list

Op Sub Description Workcenter

BORD. STAB. DIVERT PUMP JFREPS BREAKER

11/18/2013 07:58:57 Cromwell Campbell ITL (CROMWC) Phone 1 281-552-6760

Divert pump P-13201 keeps tripping: the breaker when going for a start. Need i1t looked
at ASAP.

0010 BORBY STAB . DIVERT BUMP TRIPS BREAKER

MECHAPSM

BORD. STAB.:DIVEKE PUMP TRIPS BREAKER

Divert pump B-13201*kegps tripping the breaker when going for a start. Need it looked
at ASAR. -

0026 (DITROLY):. LABOR MECHAPSM
0030 (DLSY LAEOR MECHAPSM
0047 (P2E) “2ABOR MECHAPSM
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